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 1/4" = 1'-0"EP101
1 Power Floor Plan

1 REFER TO SHEET E002 FOR MECHANICAL EQUIPMENT SCHEDULE.
2 ALL 125V 15A AND 20A RECEPTACLES IN LOBBY AREA SHALL BE LISTED

TAMPER-RESISTANT RECEPTACLES.
3 ALL RECEPTACLES 125V AND 250V, 15A AND 20A RECEPTACLES IN DAMP OR WET

LOCATIONS SHALL BE LISTED WEATHER-RESISTANT RECEPTACLES
4 REFER TO SPECIFICATION FOR LIGHTNING PROTECTION INFORMATION.
5 PROVIDE PHOTOCELL FOR RELAY PANEL.  MOUNT PER MANUFACTURER'S

RECOMMENDED INSTRUCTIONS TO EXTERIOR OF BUILDING IIN A LOCATION WITH
MINIMAL VISIBILITY TO THE PUBLIC.

SHEET NOTES:

0' 1' 2' 4' 8'

SCALE: 1/4" = 1'-0"

N

1 PROVIDE RECEPTACLE IN ATTIC SPACE.  MOUNT 24" ABOVE TOP OF JOIST TO
STRUCTURE WITHIN 5 FEET OF HATCH.

2 PROVIDE RECEPTACLE FOR AUTOMATIC FAUCET CONTROLLER.
3 PROVIDE JUNCTION BOX FOR AUTOMATIC DOOR. REFER TO MANUFACTURE

FOR CONNECTION INFORMATION.
4 RECEPTACLES MOUNTED IN MILLWORK. REFER TO ARCHITECTURAL DRAWINGS

FOR EXACT LOCATIONS.
5 PROVIDE FLUSH MOUNTED FLOOR BOX WITH A MINIMUM SPACE FOR 2 DUPLEX

RECEPTACLES AND 2 SINGLE GANG SPACES FOR VOICE/DATA AND AV.
6 PROVIDE SINGLE STATION ELECTRIC VEHICLE CHARGING STATION.  WIRE

USING 3#8,1#10G,3/4"C.  PROVIDE 4" CONCRETE BASE AND LOCATE CHARGING
STATION BY END PARKING SPOT.  COORDINATE LOCATION WITH CIVIL
DRAWINGS.

KEY NOTES: X


